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Modbus is a registered trademark of Modicon Corp.

Warning: Read & understand contents of thismanual prior to

operation. Failureto do so could result in seriousinjury or death.

PH. 704-291-8300 FAX 704-291-8450
4320 Goldmine Road, Monroe, NC 28110
Website: http://www.scottheal thsafety.com
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SECTION 1

IMPORTANT SAFETY ISSUES

The following terms and symbols are used in this manual to aert the operator of
important instrument operating issues:

This symbol isintended to alert the user to the presence of important
operating and maintenance (servicing) instructions.

G This symbol isintended to alert the user to the presence of

dangerous voltage within the instrument enclosure that may be
sufficient magnitude to constitute arisk of electric shock.

@_) This symbol signifies the system’s ground terminal

DC refersto direct current voltages.
VAC refersto aternating voltages.

WARNINGS:

Shock Hazard - Disconnect or turn off power before servicing this instrument.
NEMA 4X wall mount models should be fitted with alocking mechanism after
installation to prevent access to high voltages by unauthorized personnel (see
Figure 4.0).

Only the combustible monitor portions of this instrument have been assessed by
CSA for 122.2 No. 152 performance requirements.

This equipment is suitable for usein Class |, Division 2, Groups A,B,C and D or
non-hazardous locations only.

WARNING- EXPLOSION HAZARD- SUBSTITUTION OF COMPONENTS
MAY IMPAIR SUITABILITY FOR CLASSI, DIVISION 2.

WARNING- EXPLOSION HAZARD- DO NOT REPLACE FUSE UNLESS
POWER HAS BEEN SWITCHED OFF OR THE AREA ISKNOWN TO BE
NON-HAZARDOUS.

WARNING- EXPLOSION HAZARD- DO NOT DISCONNECT
EQUIPMENT UNLESS POWER HAS BEEN SWITCHED OFF OR THE AREA
ISKNOWN TO BE NON-HAZARDOUS.

Use aproperly rated CERTIFIED AC power (mains) cable installed as per local
or national codes.

For DC powered units, DC power must be from a SELV rated source.

A certified AC power (mains) disconnect or circuit breaker should be mounted
near the controller and installed following applicable local and national codes. If
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aswitch isused instead of acircuit breaker, a properly rated CERTIFIED fuse or
current limiter isrequired to be installed as per local or national codes. Markings
for positions of the switch or breaker should state (1) for on and (O) for off.

e Clean using only adamp cloth with no solvents.

e Equipment not used as prescribed within this manual may impair overall safety.

1.0 GENERAL DESCRIPTION

The Scott Health & Safety 7200 PLUS Two channel Controller is designed to display,
and control alarm event switching for two sensor points. Sensor signals may be input as
4-20mA from transmitters, or, several signal conditioning options (see section 3.1) are
available to accept sensors directly. The 7200 PLUS is equipped with three alarms per
channel with features such as ON / OFF delays, latching relays and alarm Acknowledge.
A dedicated horn driver circuit for alocal audible annunciator is aso standard. Two
standard 5-amp alarm relays are configurable via the “aarm voting” menu to make relays
trip based upon various alarm combinations. Real-Time Clock and Calendar are also
standard. Options such as 4-20mA outputs, discrete relays for each alarm and audible
annunciators are easily added. RS-485 (Modbus RTU) or Ethernet (Modbus TCP) ports
are also available for sending datato PC's, PLC’'s, DCS's, or other Scott Health & Safety
controllers.

A 128 x 64 pixel graphic LCD readout displays monitored data as bar graphs, 30-minute
trends and engineering units. System configuration is via user friendly menus and all
configuration datais retained in non-volatile memory during power interruptions. The
7200 PLUS front panel is shown below in Figure 1.0 displaying the bar graph data
screen. The five button symbols below the display are magnetically activated using the
supplied magnetic wand without opening the enclosure. Opening the enclosure door
provides access to the “touch” keypad as shown in Figure 1.1.
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Figurel.0



